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DEAD END <20' DEAD END <20'

FB-1 FB-1

97 SF

OFFICE #2

100
1

BUSINESS

TOILET

TRAVEL DISTANCE = 38'-4" 

CAPACITY ACTUAL

EXIT
DOOR

180 6

CAPACITY ACTUAL

EXIT
DOOR

180 1

101 SF

OFFICE #1

100
2

BUSINESS

80 SF

TRUCKERS

LOUNGE

100
1

BUSINESS

360 SF

OPEN OFFICE

100
4

BUSINESS

12 SF

CLOSET

300
1

STORAGE

EXISTING "A" OCCUPANCY EXISTING "F-1" OCCUPANCY

CAPACITY ACTUAL

EXIT
DOOR

180 1

NEW "B" OCCUPANCY

N.I.C.

N.I.C. N.I.C.

TRAVEL DISTANCE = 59'-6" 

ROOM NAME

NUMBER

20 MIN LABELED, SELF CLOSING DOOR
WITH 45 MIN RELITE WHERE APPLICABLE

FIRE EXTINGUISHER

ACCESSORY USE AREA

FIRE ALARM PULL STATION

LIFE SAFETY LEGEND

OCCUPANCY CLASSIFICATION

NET AREA  OR   GROSS AREA
LOAD FACTOR
OCCUPANTS

FE

FAPS

*

ACCESSIBLE ENTRY 

EXIT (WITH NUMBER OF OCCUPANTS)

AREA NAME

1HR FIRE WALL

SMOKE PARTITION

1 HR SMOKE BARRIER

TRAVEL PATH

COMMON PATH OF 
EGRESS TRAVEL 
(CPET)

DEAD END CORRIDOR <20'

ROOM DIAGONAL 40'-0" (31' REQUIRED)

ROOM DIAGONAL = 40'

20

CAPACITY ACTUAL

EXIT
DOOR

0 0

1HR FIRE BARRIER

SCOPE OF WORK AREA

BEARING WALLS-EXTERIOR

NONBEARING WALLS-EXTERIOR (TABLE 602) 

(TABLE 1018.1)

OCCUPANCY CLASSIFICATION

(SECTION 304.1 BUSINESS GROUP (B)

SPRINKLERS - REQUIRED AND PROVIDED @ NEW CONSTRUCTION ONLY

CORRIDORS WALL RATING (B OCCUPANCY)

SMOKE DETECTION - REQUIRED AND PROVIDED

EXIT ENCLOSURES WALL RATING

FIRE RESISTIVITY REQUIRED

STRUCTURAL FRAME

SHAFT ENCLOSURES

BEARING WALLS-INTERIOR

FLOOR CONSTRUCTION AND SECONDARY MEMBERS

(TABLE 601)

REF MECH

REF MECH

1 HR

0 HR

N/A

0 HR

0 HR

N/A

0 HR
0 HR

0 HR

TYPE #

CODE ANALYSIS 

FLOOR AREA

BUILDING AREA DATA

EXISTING STRUCTURE:  CONSTRUCTION TYPE - NON-COMBUSTIBLE

CONSTRUCTION DATA

IIB

(SEC. 1022)

128 SF

FIRE RESISTIVE BUILDING ELEMENTS

FIRE DETECTION AND SUPPRESSION

OCCUPANCY LOAD SEE PLAN

FIXTURE REQUIREMENTS

CORRIDORS DOOR RATING 45 MIN

EXIT ENCLOSURES DOOR RATING N/A

CORRIDORS WINDOW RATING 45 MIN

EXIT PASSAGE WAY (LESS THAN 400 FT IN LENGTH) WALL RATING N/A

EXIT PASSAGE WAY DOOR RATING N/A

(SEC. 1023)

TOTAL  OCCUPANTS 8 OCCUPANTS

SPACES W/ ONE (1) REQUIRED EXIT 49 OR LESS(TABLE 1006.2.1)

EGRESS WIDTH PER PERSON SERVED FOR STAIRWAYS .3 (INCHES PER PERSON)(SEC. 1005.3.1)

EGRESS WIDTH PER PERSON SERVED FOR OTHER 
EGRESS COMPONENTS

.2 (INCHES PER PERSON)(SEC. 1005.3.2)

(TABLE 1004.1.2) 1 PER 300 GROSS

NONBEARING WALLS-INTERIOR 

ROOF CONSTRUCTION AND SECONDARY MEMBERS

(TABLE 1017.2) 200'-0"

EGRESS REQUIREMENTS

INTERNATIONAL BUILDING CODE - 2015 EDITION
NFPA 101 - LIFE SAFETY CODE - 2012 EDITION
2010 ADAAG
INTERNATIONAL PLUMBING CODE - 2015 EDITION

APPLICABLE CODES

OFFICES

- LEVEL 1

698 SF

ACCESSORY STORAGE AREAS, MECH EQUIP. ROOMS

WHERE X < 5 1 HR
WHERE 5 < X < 10 1 HR

WHERE 10 < X < 30 0 HR

WHERE X > 30 0 HR

N/AROOF CLASS: 'C' MINIMUM (TABLE 1505.1 & 1505.2)(SEC. 1505)

MAXIMUM TRAVEL DISTANCE WITHOUT SPRINKLER SYSTEM

250'-0"MAXIMUM TRAVEL DISTANCE WITH SPRINKLER SYSTEM

TRUCKER'S LOUNGE

- LEVEL 1

572 SF

1 PER 100 GROSSBUSINESS

OCCUPANT LOAD FACTORS

SPACES W/ TWO (2) REQUIRED EXIT 50 OR MORE(TABLE 1006.2.1)

MINIMUM EXITS REQUIRED (FLOOR < 500 OCC) 2 PER FLOOR(SEC. 1006.3.1)

MINIMUM EXIT SEPARATION

1/3 MAX OVERALL DIAGONAL

(SEC. 1007.1.1)

COMMON PATH OF EGRESS TRAVEL (B & F USES) 100'-0"(TABLE 1006.2.1)

SPRINKLERED

1/2 MAX OVERALL DIAGONALNONSPRINKLERED

MINIMUM EXITS REQUIRED (FLOOR 500-1000 OCC) 3 PER FLOOR(SEC. 1006.3.1)

MINIMUM CORRIDOR WIDTH 
24"

(TABLE 1020.2)
ACCESS TO MECHANICAL, PLUMBING, ELECTRICAL SYSTEMS/EQUIPMENT

36"< 50 OCCUPANT CAPACITY

MINIMUM STAIR WIDTH (TABLE 1009.3) 44"

OCCUPANT COUNT

8 OCCUPANTS

CONCRETE SLAB ON GRADE 1 STORY BUILDING.  PRIMARY STRUCTURE, STEEL FRAME, JOISTS, 
GIRDERS AND METAL DECK.  EXTERIOR BRICK VENEER WALLS.  FULLY SPRINKLERED.

NEW CONSTRUCTION:  

2000 S.F. INTERIOR BUILD OUT OF EXISTING SHELL SPACE.  FULLY SPRINKLERED.

TOTAL ACTUAL AREA - TRUCKER'S LOUNGE/OFFICES

TOTAL TRUCKER'S LOUNGE 128 SF

TOTAL OFFICES 570 SF

FIRST FLOOR

NOTE: 1 CONVENIENCE RESTROOM PROVIDED FOR EACH SPACE.  SEE OVERALL 
FACILITY'S LIFE SAFETY PLAN FOR EXISTING RESTROOM & FIXTURE LOCATIONS.

MENS WC 1 PER 25 FOR 1ST 50, 1 PER 50 AFTER

(TABLE 2902.1 GROUP B) 8 OCCUPANTS PER SEX PROVIDED

1

REQUIRED

1

MENS LAV 1 PER 40 FOR 1ST 80, 1 PER 80 AFTER 11

WOMENS WC 1 PER 25 FOR 1ST 50, 1 PER 50 AFTER 11

WOMENS WC 1 PER 40 FOR 1ST 80, 1 PER 80 AFTER 11

SERVICE SINKS AT 1 PER FLOOR (SEE NOTE)1

*DRINKING FOUNTAINS AT 1 PER 100 OCCUPANTS *PROV BY 
OWNER

1

REV

A

1
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170 MAX OCC

EXISTING "A" OCCUPANCY (EXISTING ADMIN BLDG)

EXISTING "F-1" OCCUPANCY (EXISTING 
WAREHOUSE BLDG)

NEW "B" OCCUPANCY

EXIT
EXIT WIDTH = 
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LOADING DOCK
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SCOPE OF WORK AREA

BEARING WALLS-EXTERIOR

NONBEARING WALLS-EXTERIOR (TABLE 602) 

(TABLE 1018.1)

OCCUPANCY CLASSIFICATION

(SECTION 304.1 BUSINESS GROUP (B)

SPRINKLERS AT EXISTING WAREHOUSE - EXISTING TO REMAIN.  MODIFICATIONS 
REQUIRED AND WILL BE PROVIDED. SEE FIRE PROTECTION PLANS.

CORRIDORS WALL RATING (B OCCUPANCY)

SMOKE DETECTION - REQUIRED AND PROVIDED

EXIT ENCLOSURES WALL RATING

FIRE RESISTIVITY REQUIRED

STRUCTURAL FRAME

SHAFT ENCLOSURES

BEARING WALLS-INTERIOR

FLOOR CONSTRUCTION AND SECONDARY MEMBERS

(TABLE 601)

REF MECH

REF MECH

1 HR

0 HR

N/A

0 HR

0 HR

N/A

0 HR
0 HR

0 HR

TYPE #

CODE ANALYSIS 

FLOOR AREA

BUILDING AREA DATA

EXISTING ADMIN BUILDING STRUCTURE:  CONSTRUCTION TYPE - NON-COMBUSTIBLE

CONSTRUCTION DATA

IIB

(SEC. 1022)

128 SF

FIRE RESISTIVE BUILDING ELEMENTS

FIRE DETECTION AND SUPPRESSION

OCCUPANCY LOAD SEE PLAN

FIXTURE REQUIREMENTS

CORRIDORS DOOR RATING 45 MIN

EXIT ENCLOSURES DOOR RATING N/A

CORRIDORS WINDOW RATING 45 MIN

EXIT PASSAGE WAY (LESS THAN 400 FT IN LENGTH) WALL RATING N/A

EXIT PASSAGE WAY DOOR RATING N/A

(SEC. 1023)

TOTAL  OCCUPANTS 9 OCCUPANTS

SPACES W/ ONE (1) REQUIRED EXIT 49 OR LESS(TABLE 1006.2.1)

EGRESS WIDTH PER PERSON SERVED FOR STAIRWAYS .3 (INCHES PER PERSON)(SEC. 1005.3.1)

EGRESS WIDTH PER PERSON SERVED FOR OTHER 
EGRESS COMPONENTS

.2 (INCHES PER PERSON)(SEC. 1005.3.2)

(TABLE 1004.1.2) 1 PER 300 GROSS

NONBEARING WALLS-INTERIOR 

ROOF CONSTRUCTION AND SECONDARY MEMBERS

(TABLE 1017.2) 200'-0"

EGRESS REQUIREMENTS

INTERNATIONAL BUILDING CODE - 2015 EDITION
NFPA 101 - LIFE SAFETY CODE - 2012 EDITION
2010 ADAAG
INTERNATIONAL PLUMBING CODE - 2015 EDITION

APPLICABLE CODES

OFFICES

- LEVEL 1

698 SF

ACCESSORY STORAGE AREAS, MECH EQUIP. ROOMS

WHERE X < 5 1 HR

WHERE 5 < X < 10 1 HR

WHERE 10 < X < 30 0 HR
WHERE X > 30 0 HR

N/AROOF CLASS: 'C' MINIMUM (TABLE 1505.1 & 1505.2)(SEC. 1505)

MAXIMUM TRAVEL DISTANCE WITHOUT SPRINKLER SYSTEM
250'-0"MAXIMUM TRAVEL DISTANCE WITH SPRINKLER SYSTEM

TRUCKER'S LOUNGE

- LEVEL 1

572 SF

1 PER 100 GROSSBUSINESS

OCCUPANT LOAD FACTORS

SPACES W/ TWO (2) REQUIRED EXIT 50 OR MORE(TABLE 1006.2.1)

MINIMUM EXITS REQUIRED (FLOOR < 500 OCC) 2 PER FLOOR(SEC. 1006.3.1)

MINIMUM EXIT SEPARATION

1/3 MAX OVERALL DIAGONAL

(SEC. 1007.1.1)

COMMON PATH OF EGRESS TRAVEL (B & F USES) 100'-0"(TABLE 1006.2.1)

SPRINKLERED

1/2 MAX OVERALL DIAGONALNONSPRINKLERED

MINIMUM EXITS REQUIRED (FLOOR 500-1000 OCC) 3 PER FLOOR(SEC. 1006.3.1)

MINIMUM CORRIDOR WIDTH 

24"

(TABLE 1020.2)

ACCESS TO MECHANICAL, PLUMBING, ELECTRICAL SYSTEMS/EQUIPMENT

36"< 50 OCCUPANT CAPACITY

MINIMUM STAIR WIDTH (TABLE 1009.3) 44"

OCCUPANT COUNT

9 OCCUPANTS

CONCRETE SLAB ON GRADE 1 STORY BUILDING.  PRIMARY STRUCTURE, STEEL FRAME, JOISTS, 
GIRDERS AND METAL DECK.  EXTERIOR BRICK VENEER WALLS.  FULLY SPRINKLERED.

NEW CONSTRUCTION:  CONSTRUCTION TYPE - NON-COMBUSTIBLE

825 S.F. ADDITION - CONCRETE SLAB ON GRADE 1 STORY BUILDING.  PRIMARY STRUCTURE, STEEL 
FRAME, JOISTS, GIRDERS AND METAL DECK.  EXTERIOR BRICK VENEER WALLS.  FULLY 
SPRINKLERED.

TOTAL ACTUAL AREA - TRUCKER'S LOUNGE/OFFICES

TOTAL TRUCKER'S LOUNGE 128 SF

TOTAL OFFICES 570 SF

FIRST FLOOR

NOTE: 1 CONVENIENCE RESTROOM PROVIDED FOR EACH SPACE.  SEE OVERALL 
FACILITY'S LIFE SAFETY PLAN FOR EXISTING RESTROOM & FIXTURE LOCATIONS.

MENS WC 1 PER 25 FOR 1ST 50, 1 PER 50 AFTER

(TABLE 2902.1 GROUP B) 8 OCCUPANTS PER SEX PROVIDED

1

REQUIRED

1

MENS LAV 1 PER 40 FOR 1ST 80, 1 PER 80 AFTER 11

WOMENS WC 1 PER 25 FOR 1ST 50, 1 PER 50 AFTER 11

WOMENS WC 1 PER 40 FOR 1ST 80, 1 PER 80 AFTER 11

SERVICE SINKS AT 1 PER FLOOR (SEE NOTE)1

*DRINKING FOUNTAINS AT 1 PER 100 OCCUPANTS *PROV BY 
OWNER

1

SPRINKLERS (NEW ADDITION) - NOT REQUIRED, WILL BE PROVIDED. SEE FIRE PROTECTION PLANS.

IIB

EXISTING WAREHOUSE BUILDING STRUCTURE:  CONSTRUCTION TYPE - NON-COMBUSTIBLE

CONCRETE SLAB ON GRADE 1 STORY BUILDING.  PRIMARY STRUCTURE, STEEL FRAME, TRUSSES, 
AND METAL ROOF.  EXTERIOR METAL PANEL AND CMU INFILL.  FULLY SPRINKLERED.

IIB

ROOM NAME

NUMBER

20 MIN LABELED, SELF CLOSING DOOR
WITH 45 MIN RELITE WHERE APPLICABLE

FIRE EXTINGUISHER

ACCESSORY USE AREA

FIRE ALARM PULL STATION

LIFE SAFETY LEGEND

OCCUPANCY CLASSIFICATION

NET AREA  OR   GROSS AREA
LOAD FACTOR
OCCUPANTS

FE

FAPS

*

ACCESSIBLE ENTRY 

EXIT (WITH NUMBER OF OCCUPANTS)

AREA NAME

1HR FIRE WALL

SMOKE PARTITION

1 HR SMOKE BARRIER

TRAVEL PATH

COMMON PATH OF 
EGRESS TRAVEL 
(CPET)

DEAD END CORRIDOR <20'

ROOM DIAGONAL 40'-0" (31' REQUIRED)

ROOM DIAGONAL = 40'

20

CAPACITY ACTUAL

EXIT
DOOR

0 0

1HR FIRE BARRIER

REV

A

1

DRAWING NUMBER

SUPERSEDES

MATERIAL

SCALE

LEVEL

LINE NO.

EQUIP. NO.

DWG. LIST

SUB ASSY. NO.

QUANTITY

DESCRIPTOR

BLDG. NO.

PROD. AREA

PLANT

PRESENTATION

TECH.

THE FOLGER COFFEE COMPANY

IS
S

U
E

FOLGER BORDER

COMMISSION PROJECT #

PROPERTY OF THE FOLGER COFFEE COMPANY -IMPORTANT-THIS DRAWING PRINT IS LOANED FOR MUTUAL ASSISTANCE AND SUCH IS SUBJECT TO RECALL AT
ANY TIME. INFORMATION CONTAINED HEREON IS NOT TO BE DISCLOSED OR REPRODUCED IN ANY FORM FOR THE BENEFIT OF PARTIES OTHER THAN
NECESSARY SUBCONTRACTORS AND SUPPLIERS WITHOUT WRITTEN CONSENT OF THE FOLGER COFFEE COMPANY.

DEPT. APPROVAL DATE

DATEPROJECT APPROVAL

CLIENT APPROVAL DATE

BCDEFGHJKLM

M L K J H G F E D C B A

2

3

4

5

6

7

8

9 9

8

7

6

5

4

3

2

1

RESIDENT ENGR. APPROVAL DATE

ARCH

01

CHEF PLANT

R
E

V
.

D
E

S
C

R
IP

T
IO

N
 1

D
E

S
C

R
IP

T
IO

N
 2

D
R

A
W

N
 B

Y
A

P
P

R
O

V
E

D
 B

Y
D

A
T

E

-

GEN

B
ID

 S
E

T
0
3
/0

5
/2

0
2
0

821 BARONNE ST.
NEW ORLEANS, LA  70113
PHONE (504) 754-5280
FAX (504) 754-5275

P
E

R
M

IT
 S

E
T

0
3
/0

9
/2

0
2
0

A
D

D
E

N
D

U
M

 1
0
3
/2

0
/2

0
2
0 G104

19-072

OVERALL LIFE SAFETY PLAN

TRUCKER'S LOUNGE

 1/16" = 1'-0"G104

1 OVERALL LIFE SAFETY PLAN

1



GENERAL NOTES - FLOOR PLAN

1.  REFERENCE G002 FOR ABBREVIATIONS, SYMBOLS AND GENERAL DIMENSIONING NOTES.

2.  THE CONTRACTOR SHALL VERIFY ALL EXISTING CONDITIONS.  THEY SHALL NOTIFY THE 
ARCHITECT IMMEDIATELY IF DISCREPANCIES OR INCONSISTENCIES OCCUR.

3.  DIMENSIONS ON FLOOR PLANS ARE TO FACE OF WALL, U.N.O.

4.  FOR EXPLANATION OF PARTITION TYPES, SEE 400 SERIES SHEETS.

5.  CONTRACTOR SHALL PROVIDE PROPER BLOCKING FOR CEILING AND WALL MOUNTED 
EQUIPMENT AND CASEWORK.

6.  ALL FLOORING TO BE COMMERCIAL CARPET TILE - MANNINGTON. SEE FINISH SCHED.

7.  REPAINT ALL EXISTING HM DOORS & FRAMES, U.N.O.

ITEMS NOT INCLUDED IN CONTRACT; SHOWN FOR REFERENCE ONLY

LEGEND - FLOOR PLAN
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STRUCTURE ABOVE
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OFFICE #1
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12
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11 14 13

ALIGN NEW METAL PANELS WITH FACE OF EXISTING

16

15

17

LEGEND - RCP

2' X 4' LED LIGHT

4' PENDANT LIGHT, MOUNTED 10'-0" AFF

HVAC DIFFUSER

PS SPEAKER 

ACOUSTICAL CEILING SYSTEM 

GYPSUM CEILING 

RELOCATED EXIT LIGHT

NEW RECESSED CAN LIGHT

HVAC GRILLE

ITEMS NOT INCLUDED IN CONTRACT; SHOWN FOR 
REFERENCE ONLY

EXISTING WALL TO REMAIN

NEW METAL STUD AND GYPSUM BOARD WALL PARTITION

GENERAL NOTES - REFLECTED CEILING PLAN

1.  ALL CEILING HEIGHTS ARE FROM FINISH FLOOR ELEVATION UNLESS OTHERWISE NOTED.

2.  REF G-000 SERIES DRAWINGS FOR CODE SUMMARIES AND EXTENT OF FIRE-RATED CONSTRUCTION.

3.  SEE MECHANICAL DRAWINGS FOR LOCATIONS OF DIFFUSERS, GRILLES, EXPOSED DUCTWORK AND OTHER 
MECHANICAL ITEMS IN CEILING.

4.  DETAIL CUTS INDICATE TYPICAL CONDITIONS UNLESS OTHERWISE NOTED.

5.  REF ELECTRICAL PLANS FOR LIGHTING FIXTURE TYPES.

6.  LIGHT FIXTURE TO BE CENTERED IN ROOM OR CEILING BAY UNLESS OTHERWISE NOTED.

6.  PROVIDE CEILING FRAMING CAPABLE OF SUPPORTING ALL TRIM WORK AND LIGHTING INDICATED.

8.  STRUCTURAL SUPPORT OF GYPSUM FRAMED CEILING STRUCTURE FROM NON-COMPOSITE METAL DECK IS 
NOT ALLOWED.

7.  COORDINATE ALL CEILING FRAMING AND SEISMIC RESTRAINT MEMBERS WITH ALL MECHANICAL, PLUMBING, 
ELECTRICAL, LIGHTING, FIRESPRINKLER PIPING, AND OTHER EQUIPMENT. (PRIOR TO INSTALLATION, 
CONTRACTOR IS REQUIRED TO PROVIDE A COORDINATION CEILING DRAWING SHOWING ALL 
SUBCONTRACTOR WORK IN AND ABOVE CEILING AREAS. THIS WORK TO SHOW ALL MECHANICAL SYSTEMS 
(HVAC EQUIPMENT, DUCTWORK, PLUMBING, PIPING, CONTROLS, FIRE PROTECTION SYSTEMS); ELECTRICAL 
SYSTEMS (LIGHTS, CONTROLS, FIRE AND LIFE SAFETY LIGHTING); STRUCTURAL LIMITATIONS; AND 
INTEGRATED CEILING HANGERS AND SUPPORT.)

8.  VERIFY ALL SPRINKLER HEAD LOCATIONS WITH FIRE PROTECTION DRAWINGS.

9.  FIRE SPRINKLER HEADS AND OTHER DEVICES ARE SHOWN FOR ARCHITECTURAL INTENT ONLY IN 
SELECTED ROOMS. DEVICES NOT SHOWN SHOULD NOT BE INTERPRETED THAT THEY ARE NOT REQUIRED. IT 
IS THE RESPONSIBILITY OF THE CONTRACTOR TO SATISFY THE REQUIREMENTS OF THE LOCAL JURISDICTION 
FOR QUANTITY AND LOCATION OF ALL DEVICES THROUGHOUT THE PROJECT. OBTAIN APPROVAL OF THE 
LAYOUT FROM THE ARCHITECT PRIOR TO INSTALLATION OF ALL SYSTEMS AND DEVICES.

KEYNOTES - PLANS

1

2

3

CASEWORK/MILLWORK, C.F.C.I.  SEE MILLWORK DETAILS.

DOWNLIGHT STRIP.  SEE RCP AND ELECTRICAL LIGHTING PLANS.

LED TV, O.F.O.I. GC TO PROVIDE METAL STRAPPING AT ALL WALL-MOUNTED 
TV/EQUIP. LOCATIONS. SEE DETAIL 4/A501.

ALUMINUM FRAMED PASS THROUGH WINDOW.  SEE MILLWORK DETAILS FOR 
SPECIFICATIONS.

K-CUP MACHINE, O.F.O.I.

FILE CABINET, O.F.O.I.

UTILITY SINK

WALKWAY STRIPING, PAINTED.  O.F.O.I.

NEW ALUMINUM STOREFRONT WINDOW

NEW ALUMINUM STOREFRONT DOOR

NEW SURFACE MOUNTED LIGHTS, RE: ELECTRICAL

UL RATED GYPSUM BOARD SOFFIT

EXISTING LIGHT FIXTURES TO REMAIN

NEW LIGHT FIXTURE; RE: ELECTRICAL

EXISTING METAL CANOPY

REINSTALLED LIGHT FIXTURE FROM EXISTING SOFFIT; RE: ELECTRICAL

METAL SOFFIT PANELS; REMOVE FROM EXISTING ENTRY, SALVAGE AND 
REINSTALL

NEW SAFETY RAIL, MATCH EXISTING

4

5

6

7

8

9

10

11

12

13

14

15

16

17

18
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TRUCKER'S LOUNGE

 1/4" = 1'-0"A102

1
TRUCKER'S LOUNGE FLOOR
PLAN

 1/4" = 1'-0"A102

2 TRUCKER'S LOUNGE RCP



KEYNOTES - ROOF PLAN

1

2

3

ROOF DRAIN AND OVER FLOW

EXISTING CANOPY PORTION TO BE DEMOLISHED.

EXPANSION JOINT BELOW

ALIGN NEW ROOF FASCIA WITH EXISTING ROOF FASCIA

EXISTING DOWNSPOUT & GUTTER

CUT BACK EXISTING GUTTER AND INSTALL NEW DOWNSPOUT

REMOVE PORTION OF EXISTING CANOPY

NEW SPLASH BLOCK

4

5

6

7

8

EXISTING 
WAREHOUSE

EXISTING LOW ROOF NEW ROOF

1

4
A103

2
A103

1.52E 1E 1
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EXISTING CANOPY AT LOADING DOCK
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6
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8

1E

T.O. ROOF
16' - 4"

0.2

EXISTING ROOFING; 
REMOVE AS REQUIRED 
FOR INSTALLATION OF 

STEEL PLATE

5" POLYISO 
INSULATION BOARD

TPO ROOFING TO 
MATCH EXISTING

STEEL BEAM, SEE 
STRUCTURAL

COVER BOARD

SUBSTRATE BOARD

METAL DECK, INSTALL PLATE 
@ INTERSECTION WITH 
EXISTING DECK PER 
STRUCTURAL

STEEL ANGLE

TAPPERED 
INSULATION

1' - 9"0' - 9"

EXISTING STRUCTURAL FRAMING

NEW STEEL PLATE; RE: STRUCTURAL

1' - 2"

1.5

T.O. ROOF
16' - 4"

5" POLYISO 
INSULATION BOARD

TPO ROOFING TO 
MATCH EXISTING

STEEL BEAM - SEE 
STRUCTURAL

COVER BOARD

4" METAL STUD

SUBSTRATE BOARD

METAL DECK

PRE-FINISHED INSULATED 
METAL FASCIA PANEL

CONCEALED METAL PANEL 
END EXTRUSION

METAL PANEL FASTENER

TREATED WOOD CANT

STEEL ANGLE

BATT INSULATION

1.3

2
' 
- 

6
"

TAPPERED 
INSULATION

EXISTING METAL CANOPY, 
DEMOLISHED AT NEW WALL

METAL FLASHING

REGLET COUNTER 
FLASHING

1' - 0"

METAL STUD FRAMING SUPPORT

CONTINUOUS METAL FLASHING

FLUID APPLIED 
WATERPROOFING MEMBRANE

CONTINUOUS SHEATHING

CONTINUOUS FLUID APPLIED 
WATERPROOFING MEMBRANE

T.O. ROOF
16' - 4"

CORRUGATED FOAM CLOSURE AND 
FLASHING

EXISTING WAREHOUSE WALL

COMPRESSIBLE VAPOR RETARDER 
WITH COMPRESSSIBLE INSULATION

PRE-FINISHED METAL 
FLASHING AND 
COUNTERFLASHING

MEMBRANE FLASHING 
ADHERE TO WALL

TAPPERED INSULATION

5" POLYISO INSULATION 
BOARD

3" METAL ROOF DECK - SEE 
STRUCTURAL

SUBSTRATE BOARD

FLEXIBLE FOAM RODTPO ROOFING TO MATCH 
EXISTING

WOOD NAILERS

EXISTING CORRUGATED WALL PANEL SHALL 
BE CUT AS REQUIRED FOR INSTALLATION OF 
FLASHING, VERIFY CONDITION IN THE FIELD.

DIA.  A

3  7/8"

CAST IRON BODY

WATER PROOF 
MEMBRANE

CAST IRON CLAMP DEVICE 

CAST IRON DOME 

OVERFLOW

RECOVERY 
BOARD

POLYISO 
INSULATION

SUBSTRATE 
BOARD

8 7/8" 

18" X 10" 

DIA.   8 1/8"

5 1/2"

TYPICAL INSTALLATION

GENERAL NOTES - ROOF

1.  REFERENCE G002 FOR ABBREVIATIONS, SYMBOLS AND GENERAL DIMENSIONING NOTES.

2.  THE CONTRACTOR SHALL VERIFY ALL EXISTING CONDITIONS.  THEY SHALL NOTIFY THE 
ARCHITECT IMMEDIATELY IF DISCREPANCIES OR INCONSISTENCIES OCCUR.
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ROOF PLAN

TRUCKER'S LOUNGE

 1/4" = 1'-0"A103

1 ROOF PLAN - PARTIAL

 1 1/2" = 1'-0"A103

4 ROOF DETAIL (a)

 1 1/2" = 1'-0"A103

2 ROOF DETAIL (b)
 1 1/2" = 1'-0"A103

3 ROOF DETAIL (c)

 3" = 1'-0"A103

5 ROOF DRAIN DETAIL



GENERAL NOTES - EXTERIOR ELEVATIONS
REF CIVIL DRAWINGS FOR GRADING.

REF A-300 DRAWINGS FOR ADDITIONAL EXTERIOR DETAILS NOT 

REFERENCED ON THIS SHEET.

REF A-600 DRAWINGS FOR EXTERIOR FRAME TYPES.

ALL EXTERIOR WINDOWS THAT OPEN INTO AN ADJACENT PATH 

OF TRAVEL, SHALL PROJECT NO MORE THAN 4" MAXIMUM

A.

B.

C.

D.

KEYNOTES - EXTERIOR ELEVATIONS

1

2

3

NEW STEEL PIPE COLUMN, PAINTED.  SEE STRUCTURAL DRAWINGS.

NEW OVERHEAD LOADING DOCK DOOR. PATCH EXISTING WALL AS 

NECESSARY.

NEW RAMP AND RETAINING WALL: RE: CIVIL DRAWINGS

ALIGN NEW ROOF WITH EXISTING ROOF.

NEW 6'' CONCRETE FILLED STEEL BOLLARDS; RE: CIVIL

EXISTING FIRE EXTINGUISHER TO REMAIN.

EXISTING CANOPY TO REMAIN.

NEW STAINLESS STEEL ARCHITECTURAL GUARDRAIL AT RAMP.

NEW ALUMINUM STOREFRONT WINDOW, MATCH EXISTING

METAL PANEL FASICA, MATCH EXISTING.  AT EXISTING SOUTH ELEVATION 

OF ADMINISTRATION BUILDING, WHERE NEW PANELS ALIGN, REPLACE ALL 

FASCIA PANELS WITH NEW ALONG ENTIRE LENGTH.

MASONRY BAND, MATCH EXISTING

NEW ALUMINUM STOREFRONT DOOR

NEW ROOF DRAIN OUTLET; RE: PLUMBING

NEW DOWNSPOUT AT NEW GUTTER TERMINATION
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ELEVATIONS, EXTERIOR

TRUCKER'S LOUNGE

 1/4" = 1'-0"A201
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 1/4" = 1'-0"A201

1 EXTERIOR ELEVATION - SOUTH
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